










TEST YOUR KNOWLEDGE ANSWERS

Q&A
1. a  (SOLAS II-2, Reg. 10.2.5)
2. d  (MSC/Circ.850)
3. c  (VIQ 7 5.43, IGC 11.6.1)
4. c  (FSS Code 3.2.1.2)

SPOT THE DEFICIENCY

FINDING: The breathing apparatus’s air bottle 
was not fully charged up to 300 bar. It was 
found charged up to 260 bar.

This is an indication that the apparatus was not 
inspected appropriately, as per SOLAS 
requirements, on weekly time intervals.

Ref.: IMO MSC.1/Circ.1432
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FOR MORE INFORMATION,

PLEASE DO NOT HESITATE TO CONTACT US.

Prevention at Sea Ltd

Greek Representative Office

52 Arch. Makariou III Avenue,
Ydrogios Tower, CY 6017
Larnaca - Cyprus

Tel: +357 24819800
Fax:+357 24819881

Tel: +30 210 64 37 637

info@preventionatsea.com

Akti Miaouli 91 & Krevata 1-3
Piraeus 18538
Athens - Greece

www.preventionatsea.com


